Focus Hope
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Focus Hope, 1550 Oakman Blvd., Detroit, ML, on June Znd, 2016. The sample results
taken in conjunction with this investigation are also presented on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Carl Weber
on May 16th, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff,

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1).
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

I DY =

Michael Etters nica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody
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APPENDIX 1
Laboratory Results and Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
§56 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585
ANALYTICAL REPORTS
SAMPLE CODE: 356773

612312016 {'55\0 @ i |

Customer:  G. S. Group Source:  Focus Hope, DC-01-KC-01-P
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Ml

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TN and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can delect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contammnant Method Standard  Units  LRL levee  DF Dae/Tme  Dale  Datelfime

- Detected - Sampled P:eppsd‘ Analyzed

inorganic Analytes - Metals
1030 lesd . 0008 005 mg 0001 0010 © gppols oRas 0 EpIpNE

These test results may be used for compliance purpose as required.

[Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356773 Lead Only Date Printed. 6/23/2016 10:15:30 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356774
6/23/2016
Customer:  G. S. Group Source: Focus Hope, DC-01-KC-01-F
Monica Starks . ]
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State:M|

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters )
The results hersin conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any "Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or gbove our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guidaline values for EPA
Secondary Standards.
“LRL" This column indicales the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant | _ Method Standard  Units  LRL levk  DF Date/Time Date Date/Time

Deatecled Sampled Preppad Analyzed

Inorganic Analytes - Metals
1030 lesd 2008 0015 mgL 0001 ND 1 gpip0iE 0835

. eR12016

These test results may be used for compliance purpose as required.

‘lAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Tesling Laboratories, Lid
Page 1 of 1 356774 Lead Only Date Printed; 6/23/2016 10.16:30 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356775
6/23/2016
Customer:  G. S. Group Source: Focus Hope, DC-01-WF-02-P
Monica Starks . ]
17800 Woaodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State:MI

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MGL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest leve! that the laboratory can detect a contaminant.

“DF" This column indicates the contaminant dilution factor.

Report Notes:
Fed ld# Contaminant ? Method . Standard Units  LRL Level DF  DatelTime Date Date/Time

: . Detecled Sampled . Prepped Analyzed
Inorganic Analytes - Metals
1030 lesd 2008  o0is  mgh 0001 ND % eppols oe3 0 epipois
These test results may be used for compliance purpose as required.
alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Tesling Laboratories, Lid
Page 1 of 1 356775 Lead Only Date Printed: 6/23/2016 10:15:30 AM



Laboratory ID: 0055 National Testing Laboratories, Lid
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356776
6/23/12016
Customer:  G. S. Group Source: Focus Hope, DC-01-WF-02-F
Monica Starks ]
17800 Woodward Ave #200 Source City: Detroit
Detroit, M 48203 Source State:M!

Date/Time Received:  6/15/2016 15.00
Collected by: M. Etlers
The results herein conform to TNt and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test results are available upon request. Ali Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Qualty.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA

Secondary Standards.

"LRL" This column indicates the Lower Reporling Limit, which is the lowes! level that the laboratory can detect 2 contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:
Fedld# Contaminant Msthod Standard  Units LRL Level DF Date/Tme Date Date/Time

. ‘ Datacted Sempled - Prepped Analyzed
Inorganic Analytes - Metals
1030 lead 2008 0015 mgh 0001 ND 1 ei2/2016 0835 62112016
These test resuits may be used for compliance purpose as required.
iAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 356776 Lead Only Date Printed: 6/23/2016 10:15:.31 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS

SAMPLE CODE: 356777
6/23/2016
Customer:  G. S. Group Source: Focus Hope, DC-01-WF-03-P
Monica Starks . )
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State:Mi

Date/Time Received:  6/15/2016 15:00
Collectad by: M. Etters
The results herein conform to TNI and ISONEC 17026:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:
Any 'Level Detected' marked with an asterisk (") indicates that the value has excesded the EPA Maximum Contaminant Level {(MCL) or one of the Standards of
Quality.
"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowes! level that the laboratory can detect a contaminant.
"DE" This column indicates the contaminant dilution factor.
Report Notes:
FedId # Contaminant ; Method Standard  Units  LRL level  DF DateTme  Date Date/Time

Detected Sampled ; Prepped Analyzed

Inorganic Analytes - Metals

1050 leed 2008 0015 mglL o001 000 1 opopiots GB35 eR0IE

These test results may be used for compliance purpose as required.

alyst Tesls

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wriften approval of National Tesling Laboratories, Lid.
Page 1 of 1 356777 Lead Only Date Printed: 6/23/2016 10:15:31 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356778
612312016
Customer:  G. S. Group Source: Focus Hope, DC-01-WF-03-F
Monica Starks .
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: Ml

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise namated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporled as U.S. Eastern Time.

Legend:

Any ‘Level Detected' marked with an asterisk (") indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND* This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
"DF” This column indicates the contaminant ditution factor.
Report Notes:
Fedld# Contaminant  Method Standard Units  LRL level DE Date/Time Date _ DateMime
f . ~ _ Detected .~ Sampled ~ Prepped Analyzed

Inorganic Analytes - Metals
1050 Lead o008 0015wl ogot 0601

1 oot w635

These test results may be used for compliance purpose as required.

. epiols

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356778 tead Only Dale Printed: 6/23/2016 10:15:31 AM



National Testing
Laboratones, Lid.

Order Date:

Rt

Quauy Wa,térﬂnaly;&

1-800-458-3330 Product:

Sample Pald: No

Sold To: TSR: EF

G. 8. Group
Monica Starks
17800 Woodward Ave

Detroit Ml 48203

Pate Bampled Cﬂ Z.,
Time Sampled: C: 35

Check Time Zone [Q‘E{‘BT [jesymsT]PST
Client Name: S pr
gy e Foeu £
o 1556 Calinen Bhvd
Number: 3‘?’3 49y - L;Zﬂf

PWS ID# (if applicable): ;.)/A

Sample 1D or Sourns: ‘D(_‘,«OI - KC,..' ol - ?

Source Type: [] Spring [7] Well E/ Municipal [7] Surface
[7] Other

City & State: %{) Al p
{if Dffarent than mfe)
N\
Sample Collectad By” /qL\_,.,

(ngnatuna)

cilected By: H“L‘& -a

¢ (Ptease Pnnt)

v Miched BlrS

Please Use Military Time, e g. 3.00pm = 15.00

Sample

Form Complet

Sample Number:

General Compliance
Order Number:

2077783

05/20/2016 "
gLk

D

Lead Only

Payment Method:

For Laboratory Use ONLY

Lab Accounting information:

Payment §:
Check #:

Lab Comments/Special Instructions:

State Forms:

Lab Sample information;

Date Received: "UN 1 § 2016
Time Received: L,i: 0
Received By: /

[} Sample recaipt criteri cheato & accaptable.
[} Deviations from accdptable sample receipt criteria noted
on PSA form.

IMCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




General Compliance

Order Number: 2077783 ,\f\\\
— o Order Date: 05202016 &5
Qualty WW*‘WM Sample Number. T
1-800-458-3330 Product: Lead Only

Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:

Check #:

Time &am;&éed:_{gm_;ﬁg-

Check Time Zone: [[J5T ] C§TOmMST[JPST
FDCU S a2l

e
1550 @ bynse.. Rl
S| % ‘49\{~ YZ7

A

L Ke-ot-
B’/Municipal D Surfaoer
L My

{If Different than Abova)
(Seg'ﬁamra)
Sample Coltected By: H }CJM\

(P&ease Pnnt)

Form Completed By: Ml dL\aJ ‘-—/:?17(, K‘S

PtcaseUseMmlmyhme.eg 300pm = 1500

Client Name:

m’im@m:

PWS ow appiicablel:

Sample 1D or Source: ; )@
Source Type: [} Spring [ well

[] Other
“defry

Sample Coliecied E’Ey:&_ﬂ/\/\/\

CHy & State:

Additio lCom'T

Lab Commentslspeclal Instructions:

State Forma:

Lab Sample Information:

Date Received: | JPN 1 5; 2016
Time Recelved: A/ 15 D

Received By:

[] Sampe receipt crite, chegged & accaptable,

[[] Deviations from a plable'sample recaipt cnteria noted
on PSA form

cation, Dol ¢
Cliyuah %?L( ‘

‘1-

/)
]
s -

Wus, 1% M{&t_(__]u

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




@é’i@ﬂﬁi_?“ﬁgfmg General Compliance
Laboratories, Ltd. Order Number: 2077783 ()
e N RS Order Date:  05/20/2016 al
Quality Water Analysis— Sample Number: I
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information;
17800 Woodward Ave :
Detroit M 48203 Payment $;
Check #:

Time ngﬁgeiffwémaéé,, Please Use Milltery Time, e.g 3 00pm = 15 g
Check Time Zone. [TST []CSTJMsT[Jpst
1 Name: Foauj '

Clie

1550 b, Pyl

i&wmsmm; 27— yay - L’Z’? ‘

PWS ID# (i applicable)

N i

Sample iD or @mm@:@(‘, -O1- WF »(D"L*“‘?

Lab Comments/Speaial instructions:

State Forms:

Source Type: Spring Well unicipal Surface
(N

[] Other
Ciyaswe: Podot 1T
(if Different than Above)
Sample Collested &g%}ip %
. Signature)
Sample Collected By: Hg@l\‘v‘ E,:i fzyg
(Please Print)

l\'/{ :&’JMJ 617’{ S

Form Completed By:

Lab Sample Info on:

Date Received: |- J ___!p” 1 5/ Zmﬁ
Time Received: All 15’ @
Received By:

[] Sample receipt cnterih che

[[] Deviations trom ac: ptabls £ample receipt critena noted
on PSA form,

Additiongl Commants: -
% Q.C’.&i\@w.

B

__91 ?‘3%\’ &«w ‘

Mk,c} S 4 le{j(‘ﬁr{ 7

l:fP v '% l/ _ﬁLZ’

INCOMPLETE INFORMATION WiaY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

ational Testing
Laboratones, Ltd Order Number: 2077783 %@\b
Order Date: 05/20/2016 B
Quality Woiar vty Sample Number: WM R i
1-800-458.3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:
Lab Commonts/Special Instrugtions:
Date Sampled émm méﬁ’,
Time ﬁwwwrméw;&féj Piease Use Milary Time. e g 3 00pm = 15 0p
Check Time Zone ST[JesT] MST[]PST
Client Name: ch/ug P

1S50 Onlbyuam Bivd

Number:

313-94Y - Y29,

PWS D f applicable):

D)

Sample 1D or Source: KDC, O~ \DF ..—()’Z..«F

State Formsg:

Source Type: [] Spring 0
[] Other

Weli Mmccpa; [J Surface

City & State:

{\';Jﬁh'w

(IfDaffenenl' an Above)
Sample Collected By: \/\/\,\jb/!t:

Sample Collected By: ‘ \

Sagnatuxa)

/

Date Received: JUN 1 5 2016
Time Recelved: Y’ g 100
Received By: . vy

Form Completed By: M

(Please Print)

tﬁiwu‘ % %

%w_ucl

R T don

61 Ugrx

«}M{? LC

\5_4 Ak{.}(ﬁgﬂ,““ o 15

&gﬁz&%’?.

WCOMPLETE

INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




ational Testing
Labaratanes, m:s

PR Order Dat
Quauy Wator » 4 WM

1-800-458-3330

Product:

Sample Pald: No

» TSR: EF
Sold To: SR

G. S. Group
Monica Starks
17800 Woodward Ave

Detroit M! 48203

Date Sampled :M;;bmf'mz,“:fw 1 Q

Time 36“?’%3353@&13 ; 3‘9/ Please Use Miltary Time, e.g 3.00pm = 15 gg
EST [JesT[IMsT[JpsT

Foeve Heope

Check Time Zone:
Client Name:

General Compliance

Order Number:
e:
Sample Number:

54

1550 Mabima. Bl

BEF Number:

| 212- 494 -9z

/O/A

PWS ID# (if applicable):

Sample 1D f}rﬁcsimg'b@ O\ - LL)F_, 05-«’\7 |

€
Source Type: [ Spring [J wel @/Munidpat [] Surface
[J Other

City & § Wﬁw&eﬂiﬁmf A

(if Different than Above)

Sample Cellect

s\ o DA,

ISrgnatum)

2077783

!
05/20/2016 %‘am

B IBDRmmy

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Assounting Information:
Payment §:

Check #:

Lab Camman&ls;neial Instructions:

State Forms:

Lab Sample Information:
Date Received:

Time Recelved: 1
Received By: »

Sample Coliected By: H \dw,} '11’ 15 /
(Please Prnt)
Form Completed By: M‘dm, W,&é
Additlongt Com enes: e y - 5
Dl’p&,“i’lfﬂx ';‘)Ml 0} [ 4 Aﬂ&\ (8 ry ~ Ais (1S {&mn }./ y:l 3.
{:; st dyad

INCOMPLETE INFORMATION MaY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




tional Testing

General Compliance

L&baramrses, &..td Order Number: 2077783
[ Order Date: 05/20/2016
Qualiy Waier il Sample Nenber: U S
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M! 48203 Payment §:
Check #:

Date Sampled t‘,_é / Z !'WL{?N

Time Sampled: L} gig:w Please Use Mifitary Tume. e g 3.00pm = 15.00
Check Time Zone: [9EST [JCST CImsTPsT
Client Name: fb Au,é

Lab Comments/Spesial Instructions:

¢S

\SED Oa&m E\ Vcl

A% -Y994 - Yz7|

M%@am{:m:‘

PWS ID# (if applicable): \\) ) A State Forms:
/
Sample ID or Source: DC - O\~ W - 0% F‘
Lab Sample Info
Bource Type: [J Spring [ wel @/Municipal [J Surface Date Recelved: \ JUN l 5 ,2935
[7] Other:
2 - Time Received: /1/J S 00
cive see:_§lepyp T, MAS Received By, e
(If Bifferent than Above) . o

Y A e [[] sample receipt enten ed & acceptable.
Sample Collected By: , , s ~ {7 Deviations from accebtabte sample receipt critena noted

(Signature) on PSA form

\\1 té hod Bl

Sample Coliected By:

(Plsase Pnnt)

Mieh | gty <

Form Completed By

“‘-’5'%'5” com'@mémm. %m&bi ¢ a4

s

Aa it
\J

Hhes 15 r__%w’-igt( S,

Elys Dic.
T

INCOMPLETE INFORMATION MAY DELAY ANALYSIS A

HOIOR INVALIDATE RESULTS




